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METER STOP

KX RN 72
NI

METER BOX
#10 (AWG)
TRACER WIRE zg” MIN.

ROADWAY
STANDARD CURB

2 INCH CASING FOR SINGLE SERVICE
4 INCH CASING FOR DOUBLE SERVICE

-

SCHEDULE 40 PIPE, CLASS 200 (DR21)

1 INCH POLY

SERVICE PIPE

(COLOR CODED BLUE)
R/W

L

MIN 8 INCHES —
BETWEEN BOX
AND METER STOP

NN

30 INCHES MIN.

1 INCH POLY
SERVICE PIPE
(COLOR CODED

24 INCHES

K\\/x\\//\,\//\\//\/

CASING SHALL BE 36 INCHES DEEP AND
EXTEND 24 INCHES MIN. FROM BACK OF CURB.
END OF CASING TO BE SEALED WITH RAM-NEK.

INCHES IN BACK OF METER STOP AND BOX

|
i TOP OF METER BOX SHOULD BE 1 INCH ABOVE
! GRADE TO PROVIDE CLEARANCE FOR SOD

FINAL GRADE

NIRIR R,

1—INCH ANGLED METER STOP
FORD FBA 4344 WNL OR
APPROVED EQUAL

CODE APPROVED METER BOX
(SEE NOTE 3)
#10 (AWG) TRACER WIRE

DOUBLE STRAP

o
DOUBLE STRAP

SADDLE

EXISTING 1 INCH AND 1-1/2 INCH
METERS GRANDFATHERED IN SYSTEM AND
2 INCH IN GROUND METERS (FORD ANGLE
VALVE METER STOP PART FBFA 43777 W
OR APPROVED EQUIV — METER BOX 30
INCH x17 INCH x12 INCH

#10 (AWG) TRACER WIRE

1 INCH CORPORATION STOP

12 INCHES
12 INCHES MIN,/R/W( E
PAINTED BLUE J/ i
2°x 4" STAKE—/
SIDEWALK— (TYP") i
AN\ \\\/\ v ek e 1 4 E
METER BOX &
#10_(AWG) =
36" MIN. |RACER WIRE ¥
J 1 INCH POLY
SERVICE PIPE (COLOR
CODED BLUE)
WATER MAIN

DRYCONN OR
APPROVED EQUAL

BLUE) TAPPING SADDLE 1 INCH POLY
SERVICE PIPE
MIN. (COLOR CODED BLUE)
WATER MAIN
38 NOTES:
| 1. #10 (AWG) TRACER WIRE (COPPERHEAD
OR APPROVED EQUAL) SHALL BE

l‘HJ\ DOUBLE STRAP
SADDLE

#10 (AWG) TRACER WIRE

INSTALLED WITH EACH SERVICE.

THE METER BOX AND METER STOP SHALL
BE INSTALLED SO THE METER REGISTER
IS CENTERED ON THE ACCESS HATCH
AND PARALLEL TO THE METER BOX.

CODE APPROVED METER BOX
BOX: 20”X13"X12”

LID: 18”X11°X1-3/4" W/2" 0/S
CELLULAR READ ANTENNA ENDPOINT
TIER 8 — STANDARD

TIER 15 — TRAFFICE BEARING
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TYPICAL SERVICE CONNECTION
(5/8 INCH x 3/4 INCH METER OR 1 INCH METER)

WATER DWG NO. 4




